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3" GALV. STEEL RISER WITH VENT CAP SUPPORTED ON 3" GALV. STEEL
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1. THE DESIGNED TANK DIMENSIONS ARE BASED ON CONTAINMENT SOLUTIONS. ACTUAL
PAD DIMENSIONS SHALL BE SIZED BASED ON THE APPROVED TANK DIMENSIONS.

2. THE MANHOLE ARRANGEMENT IS BASED ON CONTAINMENT SOLUTIONS TANKS. ACTUAL
MANHOLE ARRANGEMENT SHALL BE REDESIGNED AS NECESSARY BASED ON THE
APPROVED TANK MANUFACTURER.

3. ALL CONDUITS SHALL BE PROVIDED WITH EXPLOSIONPROQOF FITTINGS AND SEALED
AS REQUIRED IN ACCORDANCE WITH NFPA 70.

4. ALLOW SLACK AT TANK IN ALL PIPING FOR SETTLING OF TANK.
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NOT TO SCALE M-003

SECTION [ B
003

1000 GALLON DOUBLE WALL OIL-WATER SEPARATOR DETAIL

6" dia FEMALE COUPLING
WITH SCREW PLUG (TYP)

8" HANDHOLE

CAQRIFARRIRE

-~ PEASTONE GRAVEL

— " TEE FOR VENT (TYP FOR
&5 INLET AND OUTLET)

¢ 4" PVC (SLOTTED) SNIFF

%3 TUBE (2 PLCS)

" DEFLECTOR PLATES REQ'D
UNDER ALL OPENINGS
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ﬂ"o. ANCHOR STRAP W/ TURNBUCKLE AND

IN-TANK PROBE

PRODUCT LEVEL FLOAT

—L.  — WATERLEVEL FLOAT

PROVIDE ANCHOR STRAPS PER

MANUFACTURERS RECOMMENDATIONS.

8" PVC (SLOTTED) EMBEDDED SNIFF
TUBE ANCHORAGE THROUGH
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SNIFF TUBE TO BE HELD IN PLACE
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