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PROJECT PHASE 1 OF 2: BUILDING CONSTRUCTION, DEMOLITION, ENVIRONMENTAL AND PLAYGROUND EQUIPMENT
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FR-100.A PARTIAL LOWER LEVEL FURNITURE PLAN - NORTH

FR-100.B PARTIAL LOWER LEVEL FURNITURE PLAN - SOUTH

FR-101.A FIRST FLOOR FURNITURE PLAN

FR-101.B FIRST FLOOR FURNITURE PLAN

FI-100.A PARTIAL LOWER LEVEL FINISH PLAN - NORTH

FI-100.B PARTIAL LOWER LEVEL FINISH PLAN - SOUTH

FI-101.A PARTIAL MAIN LEVEL FINISH PLAN - NORTH

FI-101.B PARTIAL MAIN LEVEL FINISH PLAN - SOUTH

FI-901 FINISH LEGEND

FI-950 FLOOR TRANSITION DETAIL, THRESHOLD DETAILS
AND MISCELLANEOUS DETAILS

D-100.A LOWER LEVEL  DEMOLITION PLAN - NORTH

D-100.B LOWER LEVEL  DEMOLITION PLAN - SOUTH

D-101.A MAIN LEVEL  DEMOLITION PLAN - NORTH

D-101.B MAIN LEVEL DEMOLITION PLAN - SOUTH

D-102 UPPER LEVEL DEMOLITION PLAN

D-1R1.A ROOF DEMOLITION PLAN - NORTH

D-1R1.B ROOF DEMOLITION PLAN - SOUTH

D-200.A PARTIAL LOWER LEVEL REFLECTED CEILING PLAN - NORTH

D-200.B LOWER LEVEL SOUTH REFLECTED CEILING DEMOLITION PLAN

D-201.A MAIN LEVEL NORTH REFLECTED CEILING DEMOLITION PLAN

D-201.B MAIN LEVEL SOUTH REFLECTED CEILING DEMOLITION PLAN

CODE-100 CODE INFORMATION

CODE-101 LOWER LEVEL CODE PLAN

CODE-102 MAIN LEVEL CODE PLAN

INFO-1 DRAWING LIST

INFO-2 GENERAL INFORMATION, ABBREVIATIONS,
GRAPHICS LEGEND

INFO-3 WALL PARTITION TYPES

CVR-V1 COVER

HZ-100.A HAZARDOUS MATERIALS ABATEMENT LOWER LEVEL - NORTH

HZ-100.B HAZARDOUS MATERIALS ABATEMENT LOWER LEVEL - SOUTH

HZ-101.A HAZARDOUS MATERIALS ABATEMENT MAIN LEVEL - NORTH

HZ-101.B HAZARDOUS MATERIALS ABATEMENT MAIN LEVEL - SOUTH

HZ-102 HAZARDOUS MATERIALS ABATEMENT MAIN LEVEL -
PENTHOUSE

HZ-1R1.A HAZARDOUS MATERIALS ABATEMENT LOWER LEVEL - ROOF
PLAN - NORTH

HZ-1R1.B HAZARDOUS MATERIALS ABATEMENT ROOF PLAN - SOUTH

A-100.A PARTIAL LOWER LEVEL FLOOR PLAN - NORTH

A-100.B PARTIAL LOWER LEVEL FLOOR PLAN - SOUTH

A-101.A PARTIAL MAIN LEVEL FLOOR PLAN - NORTH

A-101.B PARTIAL MAIN LEVEL FLOOR PLAN - SOUTH

A-102 PENTHOUSE & CLERESTORY PARTIAL FLOOR PLANS

A-1R1.A PARTIAL ROOF PLAN - NORTH

A-1R1.B PARTIAL ROOF PLAN - SOUTH

A-200.A PARTIAL LOWER LEVEL REFLECTED CEILING PLAN - NORTH

A-200.B PARTIAL LOWER LEVEL REFLECTED CEILING PLAN - SOUTH

A-201.A PARTIAL MAIN LEVEL REFLECTED CEILING PLAN - NORTH &
MEZZANINE REFLECTED CEILING PLAN

A-201.B PARTIAL MAIN LEVEL REFLECTED CEILING PLAN - SOUTH

A-240 ENLARGED REFLECTED CEILING PLANS

A-250 CEILING DETAILS

A-251 CEILING DETAILS

A-300 EXTERIOR ELEVATIONS - OVERALL

A-301 EXTERIOR ELEVATIONS

A-302 EXTERIOR ELEVATIONS

A-303 EXTERIOR ELEVATIONS

A-304 EXTERIOR ELEVATIONS

A-401 BUILDING SECTIONS

A-402 BUILDING SECTIONS

A-501 WALL SECTIONS

A-502 WALL SECTIONS

A-503 WALL SECTIONS

A-504 WALL SECTIONS

A-505 WALL SECTIONS

A-506 WALL SECTIONS

A-507 WALL SECTIONS

A-508 WALL SECTIONS

A-550 WALL SECTION DETAILS

A-560 FOUNDATION DETAILS  AND WALL SECTIONS

A-570 ALUMINUM WINDOW & FRAME ELEVATIONS

A-571 ALUMINUM WINDOW & FRAME ELEVATIONS

A-572 ALUMINUM WINDOW & FRAME ELEVATIONS

A-575 ALUMINUM WINDOW & FRAME DETAILS

A-576 ALUMINUM WINDOW & FRAME DETAILS

A-580 GENERAL & LOW SLOPE ROOF DETAILS

A-581 LOW SLOPE ROOF DETAILS

A-582 PITCHED ROOF DETAILS - BASE BID

A-582.A PITCHED ROOF DETAILS -    ALTERNATE #1

A-590 COLUMN ENCLOSURE PLANS/DETAILS

A-591 COLUMN ENCLOSURE PLANS/DETAILS

A-601 ENLARGED TOILET ROOM PLANS, ELEVATIONS AND DETAILS

A-610 ENLARGED FLOOR PLANS

A-620 ENLARGED GYMNASIUM EQUIPMENT AND STRIPPING PLAN

A-640 ENLARGED STAIR PLANS, SECTIONS AND DETAILS

A-641 ENLARGED STAIR PLANS, SECTIONS AND DETAILS

A-642 ENLARGED STAIR PLANS, SECTIONS AND DETAILS

A-643 STAIR  DETAILS

A-645 ENLARGED PLANS - STAGE

A-650 ELEVATOR PLANS, SECTIONS AND DETAILS

A-701 MOCKUP WALL - PLAN, SECTIONS & ELEVATIONS

A-801 INTERIOR ELEVATIONS

A-802 INTERIOR ELEVATIONS

A-803 INTERIOR ELEVATIONS

A-804 INTERIOR ELEVATIONS

A-805 INTERIOR ELEVATIONS

A-806 INTERIOR ELEVATIONS

A-807 INTERIOR ELEVATIONS

A-808 INTERIOR ELEVATIONS

A-809 INTERIOR ELEVATIONS

A-830 ENLARGED MILLWORK PLANS, ELEVATIONS AND DETAILS

A-831 ENLARGED MILLWORK PLANS, ELEVATIONS AND DETAILS

A-850 MILLWORK SECTIONS AND DETAILS

A-901 DOOR SCHEDULE

A-902 DOOR TYPES AND ELEVATIONS

A-950 DOOR DETAILS

A-951 DOOR DETAILS

A-990 INTERIOR SIGNAGE PLAN

A-994 SIGNAGE DETAILS

A-995 SIGNAGE DETAILS

REVISIONS

NO. DATE DESCRIPTION

FS-108 FOOD SERVICE ELEVATIONS

FS-107 FOOD SERVICE SPECIAL CONDIDIONS PLAN

FS-106 FOOD SERVICE ELECTRICAL CONN. PLAN & NOTES

FS-105 FOOD SERVICE PLUMBING CONN. PLAN & NOTES

FS-104 FOOD SERVICE WALK-IN REFRIGERATION DATA DETAILS & NOTES

FS-103 FOOD SERVICE EXHAUST HOOD WIRING DIAGRAMS, DETAILS & NOTES

FS-102 FOOD SERVICE EXHAUST HOOD PLAN, SCHEDULE,DETAILS & NOTES

FS-101 FOOD SERVICE EQUIPMENT PLAN, SCHEDULE & NOTES

FOOD SERVICE

P-601 PLUMBING SCHEDULES AND DIAGRAMS T-502 TECHNOLOGY ELEVATIONS

P-600 PLUMBING SCHEDULES AND DIAGRAMS T-501 TECHNOLOGY ELEVATIONS

P-501 PLUMBING DETAILS T-403 TECHNOLOGY WIRING DIAGRAM

P-500 PLUMBING DETAILS T-402 TECHNOLOGY WIRING DIAGRAM

P-403 PLUMBING DETAILS T-400 TECHNOLOGY WIRING DIAGRAM

P-402 PLUMBING ENLARGED PLANS T-304 TECHNOLOGY DETAILS

P-401 PLUMBING ENLARGED PLANS T-303 TECHNOLOGY DETAILS

P-400 PLUMBING ENLARGED PLANS T-302 TECHNOLOGY DETAILS

P-111.B PARTIAL PLUMBING ROOF PLAN - SOUTH T-301 TECHNOLOGY DETAILS

P-111.A PARTIAL PLUMBING ROOF PLAN - NORTH T-102 TECH PENTHOUSE AND CLERESTORY

P-102.B PARTIAL PLUMBING MEZZANINE FLOOR PLAN – SOUTH T-101.B TECH PARTIAL MAIN LEVEL SOUTH

P-102.A PARTIAL PLUMBING MEZZANINE FLOOR PLAN - NORTH T-101.A TECH PARTIAL MAIN LEVEL NORTH

P-101.B PARTIAL PLUMBING MAIN LEVEL FLOOR PLAN - NORTH T-100.B TECH PARTIAL LOWER LEVEL SOUTH

P-101.A PARTIAL PLUMBING MAIN LEVEL FLOOR PLAN - NORTH T-100.A TECH PARTIAL LOWER LEVEL NORTH

P-100.B PARTIAL PLUMBING LOWER LEVEL FLOOR PLAN - SOUTH T-000 TECHNOLOGY SYMBOL LEGEND & GENERAL NOTES

P-100.A PARTIAL PLUMBING LOWER LEVEL FLOOR PLAN - NORTH TS-302 SECURITY DETAILS

PU-100.B PLUMBING UNDERGROUND PLAN - SOUTH TS-301 SECURITY DETAILS

PU-100.A PLUMBING UNDERGROUND PLAN - NORTH TS-201 SECURITY SIGNAL FLOW

PD-101.B PLUMBING MAIN LEVEL DEMOLITION PLAN - SOUTH TS-102 SEC PENTHOUSE

PD-101.A PLUMBING MAIN LEVEL DEMOLITION PLAN - NORTH TS-101.B SEC PARTIAL MAIN LEVEL SOUTH

PD-100.B PLUMBING LOWER LEVEL DEMOLITION PLAN - SOUTH TS-101.A SEC PARTIAL MAIN LEVEL NORTH

PD-100.A PLUMBING LOWER LEVEL DEMOLITION PLAN - NORTH TS-100.B SEC PARTIAL  LOWER LEVEL SOUTH

PUD-100.B PLUMBING UNDERGROUND DEMOLITION PLAN - SOUTH TS-100.A SEC PARTIAL LOWER LEVEL NORTH

PUD-100.A PLUMBING UNDERGROUND DEMOLITION PLAN - NORTH TS-001 SECURITY SITE PLAN

P-000 PLUMBING ABBREVIATIONS, NOTES, AND SYMBOLS TS-000 SECURITY SYMBOL LEGEND & GENERAL NOTES

PLUMBING TD-200 DAS PLAN - ONE LINE DIAGRAM

TD-101 DAS PLAN MAIN LEVEL

TD-100 DAS LOWER LEVEL

M-601 MECHANICAL SCHEDULES AND DIAGRAMS TECHNOLOGY

M-600 MECHANICAL SCHEDULES AND DIAGRAMS

M-503 MECHANICAL DETAILS E-606 PANEL SCHEDULES

M-502 MECHANICAL DETAILS E-605 PANEL SCHEDULES

M-501 MECHANICAL DETAILS E-604 PANEL SCHEDULES

M-500 MECHANICAL DETAILS E-603 PANEL SCHEDULES

M-111.B PARTIAL MECHANICAL ROOF PLAN - SOUTH E-602 PANEL SCHEDULES

ARCHITECTURAL M-111.A PARTIAL MECHANICAL ROOF PLAN - NORTH E-601 ELECTRICAL SCHEDULES AND DIAGRAMS

MP-102.A PARTIAL MECHANICAL PIPING MEZZANINE FLOOR PLAN - NORTH E-600 ELECTRICAL SCHEDULES AND DIAGRAMS

MP-101.B PARTIAL MECHANICAL PIPING MAIN LEVEL FLOOR PLAN - SOUTH E-507 ELECTRICAL DETAILS

MP-101.A PARTIAL MECHANICAL PIPING MAIN LEVEL FLOOR PLAN - NORTH E-506 ELECTRICAL DETAILS

MP-100.B PARTIAL MECHANICAL PIPING LOWER LEVEL FLOOR PLAN - SOUTH E-505 ELECTRICAL DETAILS

MP-100.A PARTIAL MECHANICAL PIPING LOWER LEVEL FLOOR PLAN - NORTH E-504 ELECTRICAL DETAILS

M-102.A PARTIAL MECHANICAL DUCTWORK MEZZANINE FLOOR PLAN E-503 ELECTRICAL DETAILS

M-101.B PARTIAL MECHANICAL DUCTWORK MAIN LEVEL FLOOR PLAN - SOUTH E-502 ELECTRICAL DETAILS

M-101.A PARTIAL MECHANICAL DUCTWORK MAIN LEVEL FLOOR PLAN - NORTH E-501 ELECTRICAL DETAILS

M-100.B PARTIAL MECHANICAL DUCTWORK LOWER LEVEL FLOOR PLAN - SOUTH E-500 ELECTRICAL DETAILS

M-100.A PARTIAL MECHANICAL DUCTWORK LOWER LEVEL FLOOR PLAN - NORTH E-401 KITCHEN - ELETRICAL ENLARGED PLAN

ENVIROMENTAL MD-102.C MECHANICAL DEMOLITION ROOF PLAN - D-WING E-400 ELECTRICAL PART PLANS

MD-102.B MECHANICAL DEMOLITION ROOF PLAN - SOUTH E-201 FIRE ALARM RISER DIAGRAM

MD-102.A MECHANICAL DEMOLITION ROOF PLAN - NORTH E-200 ELECTRICAL RISER DIAGRAM

MD-101.C MECHANICAL DEMOLITION MAIN LEVEL – D-WING EP-141.B PARTIAL ELECTRICAL CONDUIT ROUTING MAIN LEVEL PLAN - SOUTH

MD-100.C MECHANICAL DEMOLITION LOWER LEVEL – D-WING EP-141.A PARTIAL ELECTRICAL CONDUIT ROUTING MAIN LEVEL PLAN - NORTH

MD-101.B MECHANICAL MAIN LEVEL DEMOLITION PLAN - SOUTH EP-131.B PARTIAL ELECTRICAL CONDUIT ROUTING LOWER LEVEL PLAN - SOUTH

MD-101.A MECHANICAL MAIN LEVEL DEMOLITION PLAN - NORTH EP-131.A PARTIAL ELECTRICAL CONDUIT ROUTING LOWER LEVEL PLAN - NORTH

MD-100.B MECHANICAL LOWER LEVEL DEMOLITION PLAN - SOUTH EP-121-B ELECTRICAL PHOTOVOLTAIC ROOF PLAN - SOUTH

MD-100.A MECHANICAL LOWER LEVEL DEMOLITION PLAN - NORTH EP-121-A ELECTRICAL PHOTOVOLTAIC ROOF PLAN - NORTH

M-000 MECHANICAL ABBREVIATIONS, NOTES, AND SYMBOLS EP-111.B PARTIAL ELECTRICAL POWER ROOF PLAN - SOUTH

MECHANICAL EP-111.A PARTIAL ELECTRICAL POWER ROOF PLAN - NORTH

EP-102.A PARTIAL ELECTRICAL POWER MEZZANINE FLOOR PLAN - NORTH

EP-101.B PARTIAL ELECTRICAL POWER MAIN LEVEL FLOOR PLAN - SOUTH

S-701 TYPICAL MASONRY DETAILS EP-101.A PARTIAL ELECTRICAL POWER MAIN LEVEL FLOOR PLAN - NORTH

DEMOLITION S-700 TYPICAL MASONRY DETAILS EP-100.B PARTIAL ELECTRICAL POWER LOWER LEVEL FLOOR PLAN - SOUTH

S-603 TYPICAL STEEL DETAILS EP-100.A PARTIAL ELECTRICAL POWER LOWER LEVEL FLOOR PLAN - NORTH

C-310 SOIL AND EROSION CONTROL NOTES AND DETAILS S-602 TYPICAL STEEL DETAILS EL-102.A PARTIAL ELECTRICAL LIGHTING MEZZANINE FLOOR PLAN - NORTH

C-309 SITE DETAILS S-600 TYPICAL STEEL DETAILS EL-101.B PARTIAL ELECTRICAL LIGHTING MAIN LEVEL FLOOR PLAN - SOUTH

C-308 SITE DETAILS FURNITURE ( FOR REFERENCE ONLY) S-504 TYPICAL STEEL DETAILS AND SECTIONS EL-101.A PARTIAL ELECTRICAL LIGHTING MAIN LEVEL FLOOR PLAN - NORTH

C-307 SITE DETAILS S-503 TYPICAL FOUNDATION DETAILS EL-100.B PARTIAL ELECTRICAL LIGHTING LOWER LEVEL FLOOR PLAN - SOUTH

C-306 SITE DETAILS S-502 TYPICAL FOUNDATION DETAILS EL-100.A PARTIAL ELECTRICAL LIGHTING LOWER LEVEL FLOOR PLAN - NORTH

C-305 SITE DETAILS S-501 TYPICAL FOUNDATION DETAILS EL-100 ELECTRICAL LIGHTING CONTROL PANEL ZONING DIAGRAM

C-304 SITE DETAILS S-500 TYPICAL FOUNDATION DETAILS ED-101.B ELECTRICAL MAIN LEVEL DEMOLITION PLAN - SOUTH

C-303 SITE DETAILS S-421 SECTION ROOF ED-101.A ELECTRICAL MAIN LEVEL DEMOLITION PLAN - NORTH

C-302 SITE DETAILS S-420 SECTION ROOF ED-100.B ELECTRICAL LOWER LEVEL DEMOLITION PLAN - SOUTH

C-301 SITE DETAILS S-411 SECTION FLOOR ED-100.A ELECTRICAL LOWER LEVEL DEMOLITION PLAN - NORTH

C-202 ENLARGEMENT PLAN S-410 SECTION FLOOR SU-500  SITE UTILITY DETAILS

C-201 ENLARGEMENT PLAN FINISH S-401 SECTION - FOUNDATIONS SU-100 SITE UTILITY PLAN

C-108 LANDSCAPING PLAN S-400 TYPICAL FOUNDATION DETAILS AND SECTIONS SUD-100 SITE UTILITY DEMOLITION PLAN

C-107 SEDIMENT AND EROSION CONTROL PLAN S-302 BRACE FRAME ELEVATIONS AND DETAILS E-000 ELECTRICAL ABBREVIATIONS, NOTES, AND SYMBOLS

C-106 SITE UTILITY PLAN S-301 BRACE FRAME ELEVATIONS AND DETAILS ELECTRICAL

C-105 GRADING AND DRAINAGE PLAN S-300 BRACE FRAME ELEVATIONS AND DETAILS

C-104 SITE MATERIALS PLAN S-200 STEEL COLUMN SCHEDULE AND BASEPLATE DETAILS FP-500 FIRE PROTECTION DETAILS

C-103 SITE LAYOUT PLAN S-103.B PARTIAL HIGH ROOF FRAMING PLAN - SOUTH FP-102.B PARTIAL FIRE PROTECTION MEZZANINE FLOOR PLAN - SOUTH

C-102 SITE PREPARATION AND DEMOLITION PLAN S-103.A PARTIAL HIGH ROOF FRAMING PLAN - NORTH FP-102.A PARTIAL FIRE PROTECTION MEZZANINE FLOOR PLAN - NORTH

C-101 EXISTING CONDITIONS PLAN S-102.B PARTIAL LOW ROOF FRAMING PLAN - SOUTH FP-101.B PARTIAL FIRE PROTECTION MAIN LEVEL FLOOR PLAN - SOUTH

C-100 GENERAL NOTES AND LEGEND S-102.A PARTIAL LOW ROOF FRAMING PLAN - NORTH FP-101.A PARTIAL FIRE PROTECTION MAIN LEVEL FLOOR PLAN - NORTH

CIVIL S-101.B PARTIAL MAIN LEVEL FRAMING PLAN - SOUTH FP-100.B PARTIAL FIRE PROTECTION LOWER LEVEL FLOOR PLAN - SOUTH

S-101.A PARTIAL MAIN LEVEL FRAMING PLAN - NORTH FP-100.A PARTIAL FIRE PROTECTION LOWER LEVEL FLOOR PLAN - NORTH

S-100.B PARTIAL FOUNDATION PLAN - SOUTH FPD-101.B FIRE PROTECTION MAIN LEVEL DEMOLITION PLAN - SOUTH

S-100.A PARTIAL FOUNDATION PLAN - NORTH FPD-101.A FIRE PROTECTION MAIN LEVEL DEMOLITION PLAN - NORTH

S-003 STRUCTURAL NOTES AND SCHEDULES FPD-100.B FIRE PROTECTION LOWER LEVEL DEMOLITION PLAN - SOUTH

CODE S-002 STRUCTURAL NOTES AND SCHEDULES FPD-100.A FIRE PROTECTION LOWER LEVEL DEMOLITION PLAN - NORTH

S-001 STRUCTURAL NOTES AND SCHEDULES FP-000 FIRE PROTECTION ABBREVIATIONS, NOTES, AND SYMBOLS

STRUCUTRAL FIRE PROTECTION

INFO-1 DRAWING LIST INFO-1 DRAWING LIST

INFORMATION INFORMATION INFORMATION
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GENERAL NOTES

1. THESE GENERAL NOTES ARE APPLICABLE TO ALL FIRE PROTECTION DRAWINGS.

2. DRAWINGS ARE DIAGRAMMATIC AND SHOW THE GENERAL INTENT OF WORK, SEE DETAILS, 
RISERS, AND SPECIFICATIONS FOR ADDITIONAL INFORMATION.

3. THE DRAWINGS INDICATE A SUGGESTED SPRINKLER HEAD LAYOUT AND THAT EACH AREA IS 
COVERED BY SPRINKLER PROTECTION AS REQUIRED BY ALL APPLICABLE STATE OF 
CONNECTICUT BUILDING AND FIRE CODES. THE SPRINKLER QUANTITIES SHALL NOT BE 
COUNTED AS A TAKE OFF OR AS EXACT LOCATIONS. EXACT SPACING, DENSITY, AND 
LOCATION REQUIREMENTS SHALL BE AS DICTATED BY NFPA 13. FINAL LOCATIONS OF 
SPRINKLER HEADS SHALL BE COORDINATED WITH THE ARCHITECT.

4. THIS FLOW DATA SHALL BE USED AS A GUIDE BY THE CONTRACTOR. THE CONTRACTOR 
SHALL PERFORM AN ADDITIONAL FLOW TEST TO VERIFY THIS INFORMATION. INFORMATION 
FROM THE CONTRACTOR'S FLOW TEST SHALL BE USED FOR HYDRAULIC CALCULATIONS.

5. FIRE PROTECTION CONTRACTOR SHALL PROVIDE HYDRAULIC CALCULATIONS. HYDRAULIC 
CALCULATIONS SHALL INCLUDE A SAFETY FACTOR OF 10 %.  COMBINED INSIDE AND 
OUTSIDE HOSE STREAM ALLOWANCE FOR HYDRAULIC CALCULATIONS SHALL BE 250 GPM.

6. THE CONTENT OF THESE DRAWINGS IS INTENDED TO SATISFY THE BUILDING CODE 
REQUIREMENTS FOR CONSTRUCTION DOCUMENTS. WHEN STAMPED AND SEALED BY THE 
ENGINEER OF RECORD, THEY ARE INTENDED TO BE USED AS PART OF THE BUILDING 
PERMIT APPLICATION ONLY.

7. FIRE SUPPRESSION SYSTEM SHOP DRAWINGS SHALL BE SUBMITTED FOR REVIEW AND 
APPROVED PRIOR TO CONSTRUCTION. PROVIDE A COMPLETE SHOP DRAWING SUBMITTAL 
INCLUSIVE OF ALL INFORMATION REQUIRED BY STATE BUILDING CODE, NFPA 13 AND THE 
CONSTRUCTION DOCUMENTS. 

8. PREPARE A COMPLETE RECORD SUBMITTAL INCLUSIVE OF ALL FIELD CHANGES AND ALL 
INFORMATION REQUIRED BY THE STATE BUILDING CODE AND CONSTRUCTION DOCUMENTS.

9. SHOP DRAWINGS AND RECORD DRAWING SUBMITTALS SHALL BE PREPARED BY THE 
CONTRACTORS QUALIFIED DESIGNER AND SHALL INDICATE THE DESIGNER'S NICET 
CERTIFICATION NUMBER OR PROFESSIONAL ENGINEERING SEAL AND SIGNATURE.

10. THE ENGINEER OF RECORD WILL NOT SIGN AND SEAL SHOP DRAWINGS OR RECORD 
DRAWINGS PREPARED BY THE CONTRACTOR. WHERE THE AUTHORITY HAVING 
JURISDUCTION REQUIRES SHOP DRAWING OR RECORD DRAWING SUBMITTALS TO BE 
SIGNED AND SEALED BY A PROFESSIONAL ENGINEER, THE SUBMITTALS SHALL BE 
PREPARED BY A QUALIFIED PROFESSIONAL ENGINEER RETAINED BY THE CONTRACTOR.

11. THE SHOP DRAWINGS, SUPPLEMENTAL CALCULATIONS AND MATERIAL SUBMITTALS SHALL 
BE REVIEWED AND APPROVED BY THE ENGINEER OF RECORD PRIOR TO SUBMITTAL TO THE 
STATE DIVISION OF ENGINEERING AND BUILDINGS.

12. INSTALLATION OF SPRINKLERS SHALL BE BASED ON THE DESIGN CRITERIA BELOW

13. PIPE VELOCITY AT ANY POINT IN THE SYSTEM SHALL NOT EXCEED 18 FPS.

14. PROVIDE AIR VENT CONNECTION ON EVERY WET PIPE SYSTEM UTILIZING METALLIC PIPING, 
IN ACCORDANCE WITH NFPA 13 AND AS INDICATED HERE. VENT CONNECTION SHALL BE 
PROVIDED AT THE HIGH POINT OF THE SYSTEM. WHERE THE FIRE PROTECTION SYSTEM 
INCLUDES MULTIPLE RISERS, AT A MINIMUM, ONE HIGH POINT VENT CONNECTION SHALL BE 
PROVIDED FOR EACH RISER. WHERE PORTIONS OF THE SYSTEM ARE TRAPPED OR WOULD 
OTHERWISE IMPEDE VENTING FROM A SINGLE LOCATION, PROVIDE AIR VENT CONNECTIONS 
AT THE HIGH POINT OF EACH INDIVIDUAL TRAPPED SECTION OF PIPING.

AREA
OCCUPANCY 

CLASSIFICATION
DENSITY 
(GPM/SF)

AREA OF 
APPLICATION (SF)

ORDINARY HAZARD I

ORDINARY HAZARD I

ORDINARY HAZARD I

ORDINARY HAZARD I

LIGHT HAZARD

0.15

0.15

0.15

0.15

0.10

1500

1500

1500

1500

1500

SPRINKLER SYSTEM DESIGN CRITERIA - NFPA 13

MAX. AREA PER 
SPRINKLER (SF)

130

130

130

130

225

MECH/ELEC ROOM

SCIENCE CLASSRM

STORAGE ROOMS

KITCHEN/SERVERY

REMAINDER OF 
BUILDING

PIPING LEGEND

SYMBOL DESCRIPTION

PIPE RISE

PIPE DROP

PIPE TEE TOWARDS (UP IN PLAN)

PIPE TEE AWAY (DOWN IN PLAN)

PIPE DROP AND RUN

DIRECTION OF FLOW�

BLIND FLANGE

END CAP

REDUCER (ECCENTRIC)

REDUCER (CONCENTRIC)

FLEXIBLE CONNECTION

FIRE DEPARTMENT CONNECTION PIPING 

FIRE PUMP TEST HEADER PIPING

DRAIN PIPING

SPRINKLER MAIN (WET)

SPRINKLER MAIN (DRY)

WET (FDC)

DRY

WET (FPTH)

DR

WET

ABBREVIATIONS

ABOVE
ABOVE FINISHED FLOOR
AUTOMATIC TRANSFER SWITCH
CLOUD
CORROSION RESISTANT
DRY
DOUBLE CHECK VALVE
EXTENDED COVERAGE
ELEVATION
FIRE ALARM
FIRE ALARM CONTROL PANEL
FIRE DEPARTMENT
FIRE DEPARTMENT CONNECTION
FIRE HOSE VALVE
FIRE PROTECTION
FIRE PUMP CONTROLLER
FEET PER MINUTE
FEET PER SECOND
FLOW SWITCH
GALLONS PER HOUR
GALLONS PER MINUTE
TOTAL DEVELOPED HEAD
HIGH TEMPERATURE CLASSIFICATION
HOSE VALVE CABINET
INTERMEDIATE TEMPERATURE CLASSIFICATION
JOCKEY PUMP
JOCKEY PUMP CONTROLLER
NORMALLY CLOSED
NORMALLY OPEN
NOT TO SCALE
OUTSIDE STEM AND YOKE
PREACTION
PREACTION ALARM VALVE CABINET
PRESSURE DROP
PRESSURE INDICATOR VALVE
PRESSURE REDUCING VALVE
PRESSURE SWITCH
POUNDS PER SQUARE INCH
REDUCED PRESSURE BACKFLOW PREVENTER
REVOLUTIONS PER MINUTE
SUPERVISORY SWITCH
TAMPER SWITCH
TYPICAL
UNDER DUCT
VOLTS
VELOCITY
WIRE GUARD

A
AFF
ATS
C
CR
D
DCV
EC
ELEV
FA
FACP
FD
FDC
FHV
FP
FPC
FPM
FPS
FS
GPH
GPM
HD
HTC
HVC
ITC
JP
JPC
N.C.
N.O.
NTS
OS&Y
PA
PAC
PD
PIV
PRV
PS
PSI
RPBP
RPM
SS
TS
TYP
UD
V
VEL
WG

VALVE AND SYMBOL LEGEND

SYMBOL DESCRIPTION

STRAINER W/BALL VALVE, HOSE BIBB & CAP 

BALL VALVE WITH HOSE BIBB, CAP & CHAIN (DRAIN VALVES)

THERMOMETER

PRESSURE GAUGE 

FLOW SWITCH

CHECK VALVE

PRESSURE REDUCING VALVE

BUTTERFLY VALVE

GATE VALVE

BALL VALVE

DOUBLE CHECK VALVE ASSEMBLY

REDUCED PRESSURE BACKFLOW 
PREVENTER ASSEMBLY AND DRAIN

SAFETY RELIEF VALVE

ALARM BELL

"WET" ALARM VALVE RISER

"DRY" ALARM VALVE RISER

ANGLE VALVE 

SIGHT GLASS

FIRE DEPARTMENT CONNECTION

POST INDICATOR VALVE

FLUSH MOUNTED FIRE PUMP TEST HEADER

SURFACE MOUNTED FIRE PUMP TEST HEADER

POST MOUNTED FIRE DEPARTMENT CONNECTION

STORZ FIRE DEPARTMENT CONNECTION

TAMPER SWITCH

PRESSURE SWITCH

AUTOMATIC TRANSFER SWITCH

FIRE PUMP CONTROLLER

JOCKEY PUMP CONTROLLER

PREACTION ALARM ASSEMBLY CABINET

HOSE VALVE CABINET

"DRY" PREACTION, DELUGE VALVE RISER

TS

PS

ATS

FPC

JPC

PAC

HVC

OS&Y VALVE

1. THE FIRE PROTECTION CONTRACTOR SHALL VISIT THE SITE AND BECOME FAMILIAR WITH 
THE EXISTING SYSTEM AND CONDITIONS IN AREAS OF RENOVATION.

2. ALL EXISTING PIPING AND EQUIPMENT SHOWN HAS BEEN TAKEN FROM THE BEST 
AVAILABLE EXISTING INFORMATION. THE DRAWINGS ARE DIAGRAMMATIC AND ALL PIPING 
AND DEVICES MAY NOT BE SHOWN.

3. CONTRACTOR TO VERIFY IN FIELD THE SIZE AND LOCATION OF FIRE PROTECTION PIPING 
AND TO REPORT ANY VARIANCES TO THE ARCH/ENGINEER FOR INCLUSION IN THE 
DRAWINGS.

4. ALL PIPING TO BE REMOVED SHALL BE REMOVED COMPLETELY OR CAPPED AS SHOWN 
WITHOUT LEAVING ANY DEAD ENDED PIPING OR ABANDONED PIPING.

5. NO FIRE PROTECTION EQUIPMENT OR DEVICES THAT HAVE BEEN DISCONNECTED OR 
ABANDONED SHALL REMAIN.

6. ANY SYSTEM OR EQUIPMENT TO REMAIN ACTIVE DURING RENOVATION SHALL BE KEPT IN 
OPERATION BY PROVIDING TEMPORARY CONNECTIONS AS REQUIRED UNTIL NEW 
SYSTEMS ARE INSTALLED AND OPERATIONAL.

7. ALL SERVICE INTERRUPTIONS SHALL BE COORDINATED WITH THE BUILDING MANAGEMENT 
IN ADVANCE, THE FIRE MARSHALL MUST BE CONTACTED IN ADVANCE PRIOR TO 
COMMENCEMENT OF ANY WORK.

8. THE FIRE MARSHALL AND OR THE INSURANCE UNDERWRITER SHALL BE CONTACTED TO 
REVIEW AND APPROVE THE EXTENT OR PHASING OF THE FIRE PROTECTION DEMOLITION 
IN ORDER TO PROTECT THE OCCUPANTS AND PROPERTY. THESE DOCUMENTS DO NOT 
ADDRESS THE PHASING OF THE SYSTEM REMOVAL, ONLY THE EXTENT.

9. THE FIRE PROTECTION CONTRACTOR SHALL ALSO REVIEW THE ARCHITECTURAL 
DEMOLITION DRAWINGS AS PART OF THIS CONTRACT FOR ADDITIONAL INFORMATION AND 
REQUIREMENTS.

DEMOLITION NOTES
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COMMERCIAL SPRINKLER HEAD SCHEDULE
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*ALL FINISHES ARE 
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ARCHITECT.
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COVER PLATE FACTORY-PAINTED 
WHITE.

SPACES & CORRIDORS WITH
HUNG CEILINGS

GENERAL LOCATION OF SPRINKLER
HEADS (REFER TO DRAWINGS FOR
ACTUAL LOCATIONS)

5.6 QR5.6 QR
C

COVER PLATE FACTORY-PAINTED. 
COORDINATE COLOR WITH ARCHITECT

LIGHT & ORDINARY HAZARDSPACES & CORRIDORS WITH CLOUD 
CEILINGS

5.6 QR5.6 QR

LIGHT & ORDINARY HAZARD

BRASS LIGHT & ORDINARY HAZARDSPACES & CORRIDORS WITHOUT
HUNG CEILINGS

MANUFACTURER & MODEL

VIKING
MODEL# VK462

VIKING
MODEL# VK300

5.6 QR5.6
D

SPRINKLER HEAD COVER PLATE 
FACTORY-PAINTED WHITE.

LIGHT & ORDINARY HAZARD-VIKING
MODEL# VK194

VIKING
MODEL# VK462

5.6 QR
VIKING
MODEL# VK176

BRASS LIGHT & ORDINARY HAZARD

D

KITCHEN FREEZER & COOLER

5.6 QR5.6 QR

LIGHT & ORDINARY HAZARDBRASSSKYLIGHTVIKING
MODEL# VK310 
INTERMEDIATE 
TEMPERATURE RATING

ITC

5.6 QR5.6
BRASS LIGHT & ORDINARY HAZARDPARKING GARAGEVIKING

MODEL# VK184

5.6 QR5.6 QR
BRASSSPACES & CORRIDORS WITHOUT

HUNG CEILINGS
VIKING
MODEL# VK300

D

LIGHT & ORDINARY HAZARD
5.6 QR5.6 QR

BRASSVIKING
MODEL# VK300A

SPACES & CORRIDORS WITH CLOUD 
CEILINGS

E
X

T
E

N
D

E
D

 C
O

V
E

R
A

G
E

MAXIMUM LISTED 
COVERAGE 

AREA
L x W (FT)

MINIMUM 
REQUIRED 
PRESSURE

(PSI)

15 x 15 7 PSI

15 x 15 7 PSI

15 x 15 7 PSI

15 x 15 7 PSI

15 x 15 7 PSI

15 x 15 7 PSI

15 x 15 7 PSI

15 x 15 7 PSI

15 x 15 7 PSI

NOTES:
1. ALL TYPES OF SPRINKLER HEADS SHALL BE INSTALLED AS PER MANUFACTURER'S RECOMMENDATIONS.  
2. PROVIDED SPRINKLER GUARDS IN MECHANICAL ROOMS, ELECTRICAL & TELECOM (I.T.) CLOSETS, UPS ROOMS AND ALL ROOMS WHERE SPRINKLERS MAY BE SUBJECT TO ACCIDENTAL DAMAGE. 
3. ALL SPRINKLER HEADS THROUGHOUT SHALL BE OF ORDINARY TEMPERATURE RATING (135 - 17O DEG. F ), WITH THE FOLLOWING EXCEPTIONS:

A. SPECIFIED IN TABLE ABOVE AS INTERMEDIATE OR HIGH TEMPERATURE RATING.
B. SPRINKLER HEADS LOCATED CLOSE TO KITCHEN EQUIPMENT, HEATERS, STEAM PIPE OR LOW-PRESSURE BLOW-OFF VALVE SHALL BE OF THE TEMPERATURE RATING AS REQUIRED BY APPLICABLE EDITION OF NFPA - 13. DRAWINGS, PREPARED BY THE FIRE PROTECTION CONTRACTOR SHALL 

BE COORDINATED WITH THE HVAC CONTRACTOR AND ALL HVAC EQUIPMENT WHICH CAN AFFECT THE RATING OF THE SPRINKLER HEADS. SPRINKLER HEADS SHALL BE CLEARLY IDENTIFIED ON THE SHOP DRAWINGS PRIOR TO SUBMISSION FOR APPROVAL.
4. ALL SPRINKLER HEAD SYMBOLS NOT SHOWN ON PLANS. REFER TO "GENERAL LOCATION" COLUMN FOR ESTIMATING.
5. SPRINKLER SELECTIONS ARE BASED ON PRODUCTS MANUFACTURED BY VIKING. RELIABLE AND/OR TYCO PRODUCTS SHALL BE CONSIDERED APPROVED EQUAL PRODUCTS AND ARE SUBJECT TO THE APPROVAL OF THE ENGINEER AND ARCHITECT.
6. SPRINKLER CONTRACTOR SHALL COORDINATE THE LOCATIONS OF SPRINKLER HEADS WITH STRUCTURAL ELEMENTS AND HVAC DUCTWORK.

5.6 QR
VIKING
MODEL# VK305

LIGHT & ORDINARY HAZARDBRASSELECTRICAL, MDF & IDF CLOSETS
15 x 15 7 PSI

5.6 QR
VIKING
MODEL# VK305

LIGHT & ORDINARY HAZARDBRASSELECTRICAL, MDF & IDF CLOSETS
15 x 15 7 PSI

ITC

REMARKS

FLOW 
RATE 
(GPM)

ARMSTRONG 
MODEL #
6X5X9F

MANUFACTURER / 
MODEL NUMBER

FP-1

SYMBOL TYPE LOCATION MEDIA
HEAD 
(PSI)

PUMP 
EFF 
(%)

HPPOWER RPM

JP-1

VIL
FIRE 

PROTECTION
PUMP ROOM W 300 90 - 30 1, 2208 V 3 PH -

ARMSTRONG 
4700 SERIES

JP JOCKEY PUMP - W 5 100 - - - 3

SYSTEM 
SERVING

FIRE PUMP SCHEDULE - ELECTRIC

REMARKS:
1. SOFT START
2. FIRETROL FP CONTROL WITH TRANSFER SWITCH. LED VISUAL INDICATOR, PUMP OPERATING, WEEKLY TEST TIMER, DIGITAL PRESSURE RECORDING, USB HOST CONTROLLER AND 

PORT.
3. JOCKEY CONTROLLER WITH MIN RUN TIMER, FIRETROL FIRE PUMP CONTROLLER, FUSED DISCONNECT SWITCH.  JOCKEY PUMPS SHALL BE FURNISHED AND INSTALLED AS PART OF 

FIRE PUMP PACKAGE

GENERAL NOTES:
THE PUMP FURNISHED FOR FIRE PROTECTION SERVICE SHALL BE SUPPLIED WITH SPECIFIED DRIVERS, CONTROLS AND PUMP ACCESSORY ITEMS BY THE PUMP MANUFACTURER. THE 
PUMP DRIVER AND CONTROL SHALL BE FOR FIRE PROTECTION SERVICE.  THE PUMPING EQUIPMENT SHALL BE INSTALLED AS RECOMMENDED IN THE NATIONAL FIRE PROTECTION 
ASSOCIATION (NFPA) 20, STANDARD FOR THE INSTALLATION OF CENTRIFUGAL FIRE PUMPS.

• THE FIRE PUMP SHALL ALSO BE CAPABLE OF DELIVERING NOT LESS THAN 150% OF RATED FLOW AT NOT LESS THAN 65% OF RATED HEAD.
• THE PUMP SHALL BE FURNISHED WITH DRIVER, CONTROLLERS AND ACCESSORIES AS INDICATED.
• PUMP MANUFACTURER SHALL HAVE UNIT RESPONSIBILITY FOR THE PROPER OPERATION OF THE COMPLETE UNIT ASSEMBLY AS INDICATED BY FIELD ACCEPTANCES TESTS.

WEIGHT
LBS

-

-

TYPE: MEDIA:

HSC = HORIZONTAL SPLIT CASE
JP = JOCKEY PUMP 
VT = VERTICAL TURBINE
VIL - VERTICAL INLINE

W = WATER

SYMBOL

FIRE PROTECTION SPECIALTIES SCHEDULE

MANUFACTURER / 
MODEL NUMBER

DESCRIPTION
COMPONENTS & 
ACCESSORIES

MOUNTING HEIGHT REMARKS

DCV-1
WATTS 

MODEL # 
774-OSY

DOUBLE CHECK VALVE ASSEMBLY:
ASSE 1015, LEAD FREE STAINLESS STEEL BODY, 
THERMOPLASTIC CHECK VALVES WITH STAINLESS 
STEEL HARDWARE. 

TWO INDEPENDENTLY 
OPERATING CHECK VALVES, 

OS&Y GATE VALVES AT INLET 
AND OUTLET, FOUR TEST 

COCKS

MAX 5'-0" ABOVE 
FINISHED FLOOR

-

208 V 3 PH
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R

EXISTING 6" FIRE SERVICE FROM 
EXISTING FIRE STORAGE TANK TO BE 
CAPPED AND ABANDONED IN PLACE.

EXISTING FIRE PUMP, JOCKEY PUMP, 
CONTROLLERS, ALARM CHECK VALVES 
TO BE REMOVED.

FIRE PROTECTION DEMOLITION NOTES

1. PHASING: DEMOLITION WORK SHALL COMPLY WITH THE PHASING REQUIREMENTS OF THE 
PROJECT AND BE COORDINATED WITH THE OWNER, ARCHITECT, CM AND ENGINEER. NO 
REMOVALS SHALL BE IMPLEMENTED WITHOUT A THOROUGH UNDERSTANDING OF THE 
PHASING REQUIREMENTS.

2. EXISTING FIRE STORAGE TANK TO REMAIN.

3. EXISTING FIRE PUMP AND SPRINKLER RISER ASSEMBLIES TO BE REMOVED IN FIRST PHASE. 
MAINTAIN EXISTING SPRINKLER HEADS AND PIPING THROUGHOUT DEMOLITION AS REQUIRED 
FOR PHASING. ALL EXISTING SPRINKLERS AND SPRINKLER PIPING SHALL BE REMOVED FOR 
REPLACEMENT TO ACCOMODATE NEW ARCHITECTURAL LAYOUT AND CEILING DESIGN.
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FIRE PROTECTION DEMOLITION NOTES

1. PHASING: DEMOLITION WORK SHALL COMPLY WITH THE PHASING REQUIREMENTS OF THE 
PROJECT AND BE COORDINATED WITH THE OWNER, ARCHITECT, CM AND ENGINEER. NO 
REMOVALS SHALL BE IMPLEMENTED WITHOUT A THOROUGH UNDERSTANDING OF THE 
PHASING REQUIREMENTS.

2. EXISTING FIRE STORAGE TANK TO REMAIN.

3. EXISTING FIRE PUMP AND SPRINKLER RISER ASSEMBLIES TO BE REMOVED IN FIRST PHASE. 
MAINTAIN EXISTING SPRINKLER HEADS AND PIPING THROUGHOUT DEMOLITION AS REQUIRED 
FOR PHASING. ALL EXISTING SPRINKLERS AND SPRINKLER PIPING SHALL BE REMOVED FOR 
REPLACEMENT TO ACCOMODATE NEW ARCHITECTURAL LAYOUT AND CEILING DESIGN.
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FIRE PROTECTION DEMOLITION NOTES

1. PHASING: DEMOLITION WORK SHALL COMPLY WITH THE PHASING REQUIREMENTS OF THE 
PROJECT AND BE COORDINATED WITH THE OWNER, ARCHITECT, CM AND ENGINEER. NO 
REMOVALS SHALL BE IMPLEMENTED WITHOUT A THOROUGH UNDERSTANDING OF THE 
PHASING REQUIREMENTS.

2. EXISTING FIRE STORAGE TANK TO REMAIN.

3. EXISTING FIRE PUMP AND SPRINKLER RISER ASSEMBLIES TO BE REMOVED IN FIRST PHASE. 
MAINTAIN EXISTING SPRINKLER HEADS AND PIPING THROUGHOUT DEMOLITION AS REQUIRED 
FOR PHASING. ALL EXISTING SPRINKLERS AND SPRINKLER PIPING SHALL BE REMOVED FOR 
REPLACEMENT TO ACCOMODATE NEW ARCHITECTURAL LAYOUT AND CEILING DESIGN.

CONSULTANT:

These documents have been prepared
specifically for this project.  Reproduction or
other use of these documents is prohibited
without the approval of the Architect.

COPYRIGHT 2025 BY:
ANTINOZZI ASSOCIATES, P.C.
271 Fairfield Avenue
Bridgeport, Connecticut 06604
Tel:  (203) 377-1300
Fax:  (203) 378-3002         www.antinozzi.com

CERTIFICATION:

DATE: JOB NUMBER:

DRAWING TITLE:

DRAWING NO.

SCALE: DRAWN BY: REVIEWED BY:

CES #2023007.00

As indicated

C
:\
U

s
e
rs

\m
s
h
e
re

r\
D

o
c
u
m

e
n
ts

\R
2
4

-2
0
2
3

0
0
7
-M

E
P

 C
e
n
tr

a
l-
S

h
e

rm
a
n
 E

S
_
m

s
h
e
re

rN
5
6
C

7
.r

v
t

5
/1

3
/2

0
2
5
 1

1
:5

8
:4

9
 A

M

March 21, 2025 #22067

S
H

E
R

M
A

N
 S

C
H

O
O

L
 D

IS
T

R
IC

T
2
 R

O
U

T
E

 3
7
 E

A
S

T
, 
S

H
E

R
M

A
N

, 
C

T
S

T
A

T
E

 P
R

O
J
E

C
T

 N
O

. 
1
2

7
-0

0
0

9
 R

N
V

 /
 1

2
7

-0
0

1
0

 B
E

/R
N

V

FPD-101.A

MS

FIRE PROTECTION MAIN LEVEL
DEMOLITION PLAN - NORTH

JCC

S
H

E
R

M
A

N
 S

C
H

O
O

L
 R

E
N

O
V

A
T

IO
N

 P
R

O
J
E

C
T

S
H

E
R

M
A

N
 S

C
H

O
O

L
 C

E
N

T
R

A
L

A
D

M
IN

IS
T

R
A

T
IO

N
 P

R
O

J
E

C
T

1/8" = 1'-0"
1

FIRE PROTECTION PARTIAL MAIN LEVEL FLOOR PLAN NORTH - DEMO

N

PROJECT 

NORTH

NORTH

SOUTH

KEY 
PLAN

REVISIONS

NO. DATE DESCRIPTION



FIRE PROTECTION DEMOLITION NOTES

1. PHASING: DEMOLITION WORK SHALL COMPLY WITH THE PHASING REQUIREMENTS OF THE 
PROJECT AND BE COORDINATED WITH THE OWNER, ARCHITECT, CM AND ENGINEER. NO 
REMOVALS SHALL BE IMPLEMENTED WITHOUT A THOROUGH UNDERSTANDING OF THE 
PHASING REQUIREMENTS.

2. EXISTING FIRE STORAGE TANK TO REMAIN.

3. EXISTING FIRE PUMP AND SPRINKLER RISER ASSEMBLIES TO BE REMOVED IN FIRST PHASE. 
MAINTAIN EXISTING SPRINKLER HEADS AND PIPING THROUGHOUT DEMOLITION AS REQUIRED 
FOR PHASING. ALL EXISTING SPRINKLERS AND SPRINKLER PIPING SHALL BE REMOVED FOR 
REPLACEMENT TO ACCOMODATE NEW ARCHITECTURAL LAYOUT AND CEILING DESIGN.
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R

R

4" UP TO FDC

6" BURIED FIRE SERVICE 
SUPPLIED FROM EXISTING 
STORAGE TANK. CONNECT 
TO EXISTING STORAGE TANK 
OUTLET.

FP-1, 
JP-1

FIRE/JOCKEY PUMP 
CONTROLLER

4" UP TO FIRE PUMP 
TEST HEADER

ITC

PROVIDE WATERLINE 
CONTROLS MODEL #FPT-60 
FILL CONTROL WITH HIGH, 
LOW, LOW-LOW ALARMS. 
CUSTOM SENSOR LENGTH 
TO FIRE STORAGE TANK.

PROVIDE WATERLINE 
CONTROLS MODEL #WLC 
WATER LEVEL INDICATOR 
FOR FIRE STORAGE TANK

4" WET

4
" 

W
E

T

5TH - 6TH GRADE

ELA

1008

VESTIBULE

1V-1

5TH - 6TH GRADE

MATH

1010

7TH - 8TH GRADE

ELA

1012

STAIR 1

S1-1

ELEVATOR

1E-1

7TH - 8TH GRADE

MATH

1014

A.G. TOILET

1015

WORK ROOM

1011

SPRINKLER ROOM

1009

SPANISH

1005

SOCIAL STUDIES

1007

LEARNING

COMMONS

1C-3

CORRIDOR

1C-1

CORRIDOR

1C-4

COUNSELOR

1002

SOCIAL WORKER

1003

TOILET

1004

GIRLS

1016

BOYS

1017

CORRIDOR

1C-7 CORRIDOR

1C-6

INTERVENTION

MATH

1019

SCIENCE/STEAM

LAB

1018

FACILITY OFFICE

1001

RAMP

1C-8

STORAGE

1006

CORRIDOR

1C-5

VESTIBULE

1V-2

CORRIDOR

1C-2

JANITORS CLOSET

1000

SOLARIUM

1018S

TECH OFFICE

1013

6
" 

W
E

T

4" WET (FDC)4" WET (FPTH)

4
" 

W
E

T

4
" 

W
E

T

AA

A A

AA

A A

4" WET UP

ITC

ITC

FOR ADDITIONAL 
DETAIL REFER TO 
DETAIL 2/FP-500
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WDDUR

R

U
R

UR

R

S
B

S
B

S
B

ATSATS

4" WET

ITC

D D

ITC ITC

ITCITC

ITCITC

ITC

SPRINKLER COVERAGE 
SHOWN ON CEILING ABOVE

SPRINKLER COVERAGE 
SHOWN ON CEILING ABOVE

4" WET

CONNECT TO EXISTING 4" SPRINKLER 
MAIN TO BACKFEED EXISTING 
SPRINKLER SYSTEM FROM NEW FIRE 
PUMP LOCATION AND MAINTAIN 
THROUGHOUT CONSTRUCTION.

?

?

A.G. TOILET

1015

BOYS

1017

CORRIDOR

1C-7 CORRIDOR

1C-6

INTERVENTION

MATH

1019

SCIENCE/STEAM

LAB

1018

CAFETERIA

1026

BAND STORAGE

1022

BAND

1020

PRACTICE ROOM

1021

A.G. TOILET

1024

SPED FLEX

1023

SPED

1025

NURSE

1031

FACULTY LOUNGE

1036

KITCHEN

1028

STORAGE

1027

WASH

1029

GIRLS

1046

BOYS

1048

ELECTRICAL

1050

M.D.F.

1052

STAIR 2

S1-2

MAIN ELECTRICAL

1039

SECURE VESTIBULE

1V-3

BUSINESS OFFICE

1044

SPED OFFICE

1042

CONFERENCE

1045

SUPERINTENDENT

1043

WAITING

1040

PRE-K

1054

PRE-K

1056

CORRIDOR

1C-11

CORRIDOR

1C-9

RAMP

1C-8

VESTIBULE

1V-2

EXAM

1032

TOILET

1033

CORRIDOR

1C-10

OT/PT

1030

COT 2

1034

COT 1

1035

RECEPTION

1041

TOILET

1037

MAINTENANCE

1059

RAMP

1C-12

SOLARIUM

1018S

ELECTRICAL

CLOSET

1038

?

?

TOILET

1053

TOILET

1055

ELEC

1047

4" WET

4
" 

W
E

T

AA

A A

AA

A A

4" WET UP

ITC

ITC

D

D

D

D

D D

D

D

D

D

A A A A A A A AAAAAAA
UD UD

D

4
" 

W
E

T
 (

F
D

C
)

FIRE DEPARTMENT 
CONNECTION (FDC)

4" DOWN TO 
BELOW SLAB

4" BURIED BELOW 
FLOOR TO FDC
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R

FIRE DEPARTMENT 
CONNECTION

4" WET 4" WET

4
" 

W
E

T

ITC

TYPICAL CLASSROOM 
SPRINKLER HEAD LAYOUT

TYPICAL CLASSROOM 
SPRINKLER HEAD LAYOUT

TYPICAL CLASSROOM 
SPRINKLER HEAD LAYOUT

TYPICAL CLASSROOM 
SPRINKLER HEAD LAYOUT

TYPICAL CLASSROOM 
SPRINKLER HEAD LAYOUT

3" WET UP

2ND - 4TH GRADES

2008

SECURE VESTIBULE

2V-1

2ND - 4TH GRADES

2010

2ND - 4TH GRADES

2012

2ND - 4TH GRADES

2014

2ND - 4TH GRADES

2016

2ND - 4TH GRADES

2018

WAITING

2000

WORK ROOM

2003

PRINCIPAL

2007

CONFERENCE

2006
SECURE STORAGE

2005

ASSIST. PRINCIPAL

2004

MEDIA CENTER

2015

STEM LAB

2017

ELEVATOR

2E-1

STAIR 1

S2-1

SPEECH

2013

INTERVENTION ELA

2011

PSYCHOLOGIST

2009

STORAGE

2020

JANITOR'S CLOSET

2019

CORRIODR

2C-1

GIRLS

2021

BOYS

2023

FAMILY TOILET

2022

ART ROOM

2041

KILN ROOM

2042

MUSIC STORAGE

2047

ART STORAGE

2043

CORRIDOR

2C-2

MUSIC/CHORAL

2046

KINDERGARTEN

2048

TOILET

2049

VESTIBULE

2V-2

ELEC

2040

SECURE OUTDOOR

CLASSROOM

000

RECEPTION

2001

CORRIDOR

2C-3

SECURITY

2002

MOVEMENT ROOM

2024

TOILET

2044

MAT

STORAGE

2037

MOVEMENT

STORAGE

2038

TOILET

2045

COPY AREA

2039

SPRINKLERS SHOWN 
ON FLOOR ABOVE. 
SEE SHEET FP-102.A

SPRINKLERS SHOWN 
ON FLOOR ABOVE. 
SEE SHEET FP-102.A

ITC ITC

SPRINKLERS SHOWN 
ON FLOOR ABOVE. 
SEE SHEET FP-102.B 
FOR CONTINUATION

SPRINKLERS SHOWN 
ON FLOOR ABOVE. 
SEE SHEET FP-102.A

UD

UD
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